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REF. LINE 28
K 170ADM69051 ATTACH TO
501_10B INTERBUS COMM ADAPTER
DISCRETE 1/0 BASE REF. LINE 142
10 DI, 8 DO
120 VAC
ORANGE WIRE (TYP. 10
TB4 TB4 l ( ) @
INTRUSION ALARM | 2 g 10016 (D] 1 (10016) ® YELLTW WIRE (TYP. 8) B4
00016
TB4 oRIL (00o16) 1 |(D) g 15
PUMP #1 IS RUNNING | 9 © || ® 10015 {2)| 2 (10015)
o N D)
i 10014 | I
PUMP #2 1S RUNNING o @ ‘(3) 3 (10014) ( | TB4
| 00015
o 10013 PN (0001512 <§>‘ !
HIGH LEVEL FLOAT switcH (K || {4)| 4 (10013) \
0 ® NPy
CR4-1 N XD
L 10012 /
LOW LEVEL FLOAT SWITCH TG H5)| 5 (10012) ( ‘ TB4
| 00014
TB4 T84 : : (00014)3 | (®)] 9
ATS EMERGENCY [ 5 5 10011 |
POSITION ®) 6 (10011) k\| |
TB4 TB4 1N/
SYSTEM FAILURE | / 8 0 {2 7 (10010) ( ‘ T84
| 00013
TB4 T84 i | (00013) 4 1D ‘!
UTILITY NORMAL [ g 10 10009 D
POWER ‘(5) 8 (10009) K\
B4 B4 o 1N/‘
GENERATOR RUNNING | 11 12 10908 <9), 9 (10008) ( B4
N 00012
TB4 TB4 ‘ (00012)5 | (O 2
SPARE DI 10007 | 13 14 10007 L40)| 10 (10007) K\
] IN X10)
I /
(D, NC ( : : TB4
| 00011
‘ (00011) 6 | (11) 25
142 Ne k\
| IN XD,
/
‘(:) NC (! i TB4
| 00010
o (00010) |7 629‘ 27
INTERNAL PIN @9 ne k\l |
CONNECTIONS ‘ \m/l
(;) 2N ( ‘ TB4
oy (00009) 8 | @B 00009 29
| L]
(16)| 2N K\' |
PN
[: 1N‘1‘D
| N | ‘
o 1N|@ED| al 2 REF. LINE 24
REF. LINE 24 2 B U L1 N 2 REF. LINE 26
1L1 1(18)
REF. LINE 26 i
USES 2 EACH
170XTS00100
TERMINAL STRIPS
RTU PANEL

WIRING  DIAGRAM DE TAIL

REF. LINE 28

—

N1

N

— WHITE WIRE

16 | SPARE DO 00016
TB2—N

18 | SPARE DO 00015

20 | SPARE DO 00014

22 | SPARE DO 0013

24 | SPARE DO 00012

26 | SPARE DO 00011

28 SPARE DO 00010

B4
30 SPARE DO 00009

LEGEND:

X

*

DENOTES A TERMINAL BLOCK POINT

DENOTES ITEM REMOTE FROM CONTROL PANEL

DENOTES WIRING EXTERNAL TO CONTROL PANEL
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